With the development of China's electric power, power electronics devices such as insulated-gate bipolar transistors (IGBTs) have been widely used in the field of high voltages and large currents. However, the currents in these power electronic devices are transient. For example, the uneven currents and internal chip currents overshoot, which may occur when turning on and off, and could have a great impact on the device. In order to study the reliability of these power electronics devices, this paper proposes a miniature printed circuit board (PCB) Rogowski coil that measures the current of these power electronics devices without changing their internal structures, which provides a reference for the subsequent reliability of their designs.
Introduction
With the development of semiconductor technology, a lot of power electronics devices such as IGBTs have been widely applied to high-power inverters, high voltage direct current high voltage direct current (HVDC) transmissions, and so on [1] [2] [3] . Therefore, in order to study the reliability of these devices, it is necessary to measure the distribution of the current in the device under different driving resistances, temperature conditions and layout modes [4] [5] [6] . However, commercially available current transformers and Rogowski coil current sensors are difficult to mount inside devices due to their large sizes. Moreover, such sensors are expensive, and large-scale use will undoubtedly increase cost. In [6] and [7] , Bock B., Furuya M. et al. made a circular coil with a diameter of 19.7 mm and a rectangular coil with a side length of 24.7 mm using hand-wound coils, based on Rogowski coils. The self-integration working state measures the current of the internal chip of the press-pack IGBT device in different package forms. However, the bandwidth of the sensor is relatively narrow from the state of integration, and it is impossible to measure the current at a relatively low frequency. In [7] , it is pointed out that a coil wound by hand is prone to uneven winding, which results in a difference in impedance between the coils and has a great influence on the measurement results.
With the development of PCB technology, the advantages of its digital wiring and fully automatic production have been able to overcome the interference factors caused by the winding method of a traditional coil. As a result, PCB technology has also been applied to the Rogowski coil. In [8, 9] , Gerber D. et al. proposed a new Rogowski coil with multiple PCB boards stacked to monitor the gate current outside the press-pack IGBT package. Tsukuda M. et al. proposed a new PCB Rogowski coil based on 6-layer PCB layout in the literature and applied it to the study of the current sharing characteristics of the welded IGBT module [10] [11] [12] .
In this paper, a miniature, thin and low-cost Rogowski coil sensor is proposed for its boss geometry, without changing the internal structure of the device. The new current sensor can be placed inside the device, and the current variation during the opening process of the device under different driving modes is monitored. Simulation and experimental verification of the proposed sensor is carried out.
PCB Rogowski Coil Sensor
The Rogowski coil sensor is usually composed of a coil probe and an integrator. The coil and the integrator are connected by a coaxial cable.
The Working Principle of the Coil, the Establishment of the Equivalent Circuit Model and the Determination of the Working Mode
As shown in Figure 1 , the coil is uniformly wound on a non-magnetic skeleton of a constant cross-sectional area to form a closed loop, and the induced voltage generated in the coil is proportional to the rate of change of the current I passing through the center of the coil. The induced voltage is equivalent to [13] e = µ 0 NA dI dt = M dI dt (1) where e is the induced voltage (V) of the coil, N is the winding density (turns/m), A is the coil cross section (m2) and M is the mutual inductance (nH).
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where V 0 is the terminal impedance voltage (V), Z t is the terminal impedance (Ω), L 0 is the coil inductance (H), C 0 is the coil equivalent capacitance (F) and C 0 = 4C/π 2 . From the total parameter model of the upper atlas, when the terminal resistance value d R is small, there is 
When measuring a high-frequency current and satisfying L 0
It can be seen from the above formula that the coefficient is constant, and the output voltage of the coil is proportional to the current being measured. In this case, no external integration circuit is required, so the process is called self-integration.
Conversely, when the frequency change is not high and the terminating resistance R d is large, Equation (3) can be reduced to
and then
It can be seen that it is necessary to integrate the output voltage to obtain the measured current, which is the external integral working mode of the Rogowski coil.
The inductance and capacitance of the coil are obtained by the formula
where l is the length of the coil (m), a is the cross-sectional area (m2) of the loop inside the skeleton ε r , ε r is the relative dielectric constant of the skeleton material and Nt is the total number of turns of the coil (turn). The natural angular frequency of the coil ω 0 is
The transfer function of the coil output voltage and the current I through the coil can be obtained by simplifying Equations (1) and (2) [18] :
The equivalent coil delay is T C = √ L 0 C 0 , and the damping coefficient is ξ = √ L 0 /C 0 /(2Z t ). In order to increase the sensitivity and bandwidth of the coil sensor, it is necessary to increase the mutual inductance M and the pass band of the coil. The improvement of the mutual inductance is mainly reflected in the increase of winding density and cross-sectional area, and the increase of M will lead to a decrease of the resonant frequency of the coil. Since the PCB coil needs to be nested inside the IGBT module, the improvement space is limited; The improvement is mainly in the two aspects of the coil's own resonant frequency and the optimization of the integrator. However, the widening of the bandwidth is mainly for the improvement of the integrator, and when the coil works outside the integral, the terminal resistance is not limited. In order to measure the IGBT current well, the external integral working mode is chosen.
Error Analysis of Rogowski Coil
It is worth mentioning that this paper adopts a new type of winding method that can effectively reduce the interference of external signals on the coil, as shown in Figure 3 .
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In order to increase the sensitivity and bandwidth of the coil sensor, it is necessary to increase the mutual inductance M and the pass band of the coil. The improvement of the mutual inductance is mainly reflected in the increase of winding density and cross-sectional area, and the increase of M will lead to a decrease of the resonant frequency of the coil. Since the PCB coil needs to be nested inside the IGBT module, the improvement space is limited; The improvement is mainly in the two aspects of the coil's own resonant frequency and the optimization of the integrator. However, the widening of the bandwidth is mainly for the improvement of the integrator, and when the coil works outside the integral, the terminal resistance is not limited. In order to measure the IGBT current well, the external integral working mode is chosen.
It is worth mentioning that this paper adopts a new type of winding method that can effectively reduce the interference of external signals on the coil, as shown in Figure 3 . The PCB coil is wound around a circle. Since the small coil is in a straight line, it can be regarded as forming a large line. This article wraps around a large line and back line at the end of the winding.
When the disturbing magnetic field is parallel to the conductor to be tested, the law of electromagnetic induction dictates that the two coils will generate an equal and opposite induced electromotive force since the large coil is connected in series with the return line in the opposite direction. Thus, the lines will cancel each other out.
When the interfering magnetic field is perpendicular to the conductor to be tested, the interfering magnetic field generates an induced electromotive force of equal magnitude but opposite direction on the small line where the Rogowski coil is symmetric, thus canceling each other and eliminating the interference of the magnetic field in the current measurement.
In addition, the return line can also effectively reduce the error caused by the eccentricity of the coil and the conductor under test, which will not be elaborated upon in this paper.
Parameters and Frequency Characteristics of Rogowski Coil
Combined with the above analysis, the final selected square coil parameters are as follows. The PCB coil is wound around a circle. Since the small coil is in a straight line, it can be regarded as forming a large line. This article wraps around a large line and back line at the end of the winding.
Combined with the above analysis, the final selected square coil parameters are as Table 1 . The coils were drawn by AD (Altium Designer) software, and the drawn PCB coils were imported into the Ansys Q3D Extractor for parameter extraction. The equivalent circuit model was built in the PSpice simulation software, and the frequency characteristics of the coil are shown in Figure 4 . In the frequency band of 10Hz-1MHz, the amplitude gain increases linearly with the increase of the frequency, and the phase offset is 90 • . This is a typical differential operation mode, which requires the subsequent signal circuit to integrate the differential of the measured current. In order to obtain a constant amplitude gain in this band, it is also necessary to properly configure the parameters of the subsequent integration circuit. built in the PSpice simulation software, and the frequency characteristics of the coil are shown in Figure 4 . In the frequency band of 10Hz-1MHz, the amplitude gain increases linearly with the increase of the frequency, and the phase offset is 90°. This is a typical differential operation mode, which requires the subsequent signal circuit to integrate the differential of the measured current. In order to obtain a constant amplitude gain in this band, it is also necessary to properly configure the parameters of the subsequent integration circuit. 
Subsequent Integration Circuit Design
The integrator of the Rogowski coil sensor contains a passive integral link and an active integral link, as shown in Figure 5 . The coil works in differential mode, R1 and C1 form a passive integral link and R2, C2 and an operational amplifier form a low-frequency active integral link [17] [18] [19] [20] [21] . In the midband, the integral action is achieved by the passive R1C1 network, since   In the design process of the integrator circuit, the parameters are designed according to the sensitivity Rsh required by the Rogowski coil sensor. 
The integrator of the Rogowski coil sensor contains a passive integral link and an active integral link, as shown in Figure 5 . The coil works in differential mode, R 1 and C 1 form a passive integral link and R 2 , C 2 and an operational amplifier form a low-frequency active integral link [17] [18] [19] [20] [21] . In the mid-band, the integral action is achieved by the passive R 1 C 1 network, since 1/(ωC 2 ) R 2 and the op amp appears as a unity gain amplifier. In the low band, the passive R 1 C 1 network exhibits unity gain, at which time constant R 2 C 2 decided by the active inegration. The link realizes the integral function. Figure 4 . In the frequency band of 10Hz-1MHz, the amplitude gain increases linearly with the increase of the frequency, and the phase offset is 90°. This is a typical differential operation mode, which requires the subsequent signal circuit to integrate the differential of the measured current. In order to obtain a constant amplitude gain in this band, it is also necessary to properly configure the parameters of the subsequent integration circuit. 
The integrator of the Rogowski coil sensor contains a passive integral link and an active integral link, as shown in Figure 5 . The coil works in differential mode, R1 and C1 form a passive integral link and R2, C2 and an operational amplifier form a low-frequency active integral link [17] [18] [19] [20] [21] . In the midband, the integral action is achieved by the passive R1C1 network, since   In the design process of the integrator circuit, the parameters are designed according to the sensitivity Rsh required by the Rogowski coil sensor. In the design process of the integrator circuit, the parameters are designed according to the sensitivity R sh required by the Rogowski coil sensor.
In order to ensure that the Rogowski coil sensor has a constant sensitivity R sh within the specified operating frequency range, the time constants of the passive and active integration need to be matched. The transfer function of the entire passive and active integration network is
Among them, T i = C 2 R 2 and T 0 = (C 1 + C cable )R 1 . C cable is the equivalent capacitance of the coaxial cable.
By matching the the time constant of the passive integration with the time constant of the active integration T i = T 0 , Combining Equations (3) and (13)- (15) , the transfer function of the Rogowski coil sensor is obtained.
where R sh = M/T i and T b = 1/(2π × GBW).
In order to filter out the low-frequency noise introduced by the operational amplifier in the active integration section, a high-pass filter circuit can be added after the active integration step. In order to reduce the gain of the active integral link and improve the response of the sensor to the rate of change of the measured current di/dt, an amplifying circuit can be added to change the gain of the amplifying circuit by adjusting the corresponding resistance value, as shown in Figure 6 .
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Combining Equations (3) and (13) . In order to filter out the low-frequency noise introduced by the operational amplifier in the active integration section, a high-pass filter circuit can be added after the active integration step. In order to reduce the gain of the active integral link and improve the response of the sensor to the rate of change of the measured current di dt , an amplifying circuit can be added to change the gain of the amplifying circuit by adjusting the corresponding resistance value, as shown in Figure 6 .
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Simulation and Experimental Verification
Simulation of PCB Rogowski Coil
The PCB Rogowski coil made in this paper is depicted by the physical map and coil size shown in Figure 8 . Using the impedance analyzer Agilent 4294 A, the impedance parameters of the PCB Rogowski coils shown in Figure 8 were tested to obtain the impedance frequency characteristics of each coil probe ( Figure 9 ). Compared with the results of PSpice simulation processing, it can be seen that the simulation results were basically consistent with the experimental test results in a wide frequency range, indicating the accuracy of the equivalent circuit model in this frequency range. 
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As can be seen from Figure 2, As can be seen from Figure 2 , the coil probe impedance-frequency characteristic Z(s) is
The impedance parameters of each coil are shown in Table 2 . Due to the bandwidth limitations of the impedance analyzer, impedance characteristics only at 40-110 MHz could be measured. It can be seen in Figure 10a that the resonant frequency of the coil probe was greater than 110 MHz, which provides a possibility for subsequent expansion of the bandwidth. The frequency characteristics of the coil are given above. In combination with the existing experimental conditions, signals of different frequencies were generated by the signal generator and output via the power amplifier. The PCB Rogowski coil was serially connected to the current-carrying conductor, and the voltage signal across the terminal resistance was measured and compared with the measured signal. The output of the 2.5 MHz, 1 MHz, 500 kHz and 250 kHz sinusoidal signals and 400 and 200 kHz triangular wave signals is shown in Figure 10 . In Figure 10a , the output of the Rogowski coil is cosine, and there is a phase difference of 90° from the input; the output of the Rogowski coil in Figure 10b is a rectangular wave. Both of these verify the differential operation of the Rogowski coil. The impedance parameters of each coil are shown in Table 2 . Due to the bandwidth limitations of the impedance analyzer, impedance characteristics only at 40-110 MHz could be measured. It can be seen in Figure 10a that the resonant frequency of the coil probe was greater than 110 MHz, which provides a possibility for subsequent expansion of the bandwidth. The frequency characteristics of the coil are given above. In combination with the existing experimental conditions, signals of different frequencies were generated by the signal generator and output via the power amplifier. The PCB Rogowski coil was serially connected to the current-carrying conductor, and the voltage signal across the terminal resistance was measured and compared with the measured signal. The output of the 2.5 MHz, 1 MHz, 500 kHz and 250 kHz sinusoidal signals and 400 and 200 kHz triangular wave signals is shown in Figure 10 . In Figure 10a , the output of the Rogowski coil is cosine, and there is a phase difference of 90 • from the input; the output of the Rogowski coil in Figure 10b is a rectangular wave. Both of these verify the differential operation of the Rogowski coil. The coil and integrator were connected by a coaxial cable of 100 pF/m, and the frequency characteristics of the Rogowski coil sensor were obtained by simulation, as shown in Figure 11 . The coil and integrator were connected by a coaxial cable of 100 pF/m, and the frequency characteristics of the Rogowski coil sensor were obtained by simulation, as shown in Figure 11 . Sensors 2018, 18, x FOR PEER REVIEW 10 of 13 Figure 11 . Rogowski transducer Bode diagram.
Experimental Verification of the PCB Rogowski Coil Current Transformer
The switching characteristics of many power electronics devices have a large current change rate in a short switching time. The circuit for testing the characteristics of the diode-clamped inductive load circuit is not completed yet, since the lightning current wave also has the characteristic of a sudden change in a short time. As a result, this section takes the detection of an 8/20-μs standard lightning current wave as an example to verify the performance of the self-designed PCB Rogowski coil current transformer. The main parameters of the device are shown in Table 3 . The output of the lightning surge generator was connected to a 1Ω 400W resistor. The PCB Rogowski coil and the PEM CWT Rogowski coil (see Table 4 for parameters) were passed through the wire containing the output signal of the lightning surge generator to continuously change the lightning surge. The output voltage amplitude of the device recorded and saved the waveform data of the oscilloscope. The experimental site is shown in Figure 12 . 
The switching characteristics of many power electronics devices have a large current change rate in a short switching time. The circuit for testing the characteristics of the diode-clamped inductive load circuit is not completed yet, since the lightning current wave also has the characteristic of a sudden change in a short time. As a result, this section takes the detection of an 8/20-µs standard lightning current wave as an example to verify the performance of the self-designed PCB Rogowski coil current transformer. The main parameters of the device are shown in Table 3 . The output of the lightning surge generator was connected to a 1Ω 400W resistor. The PCB Rogowski coil and the PEM CWT Rogowski coil (see Table 4 for parameters) were passed through the wire containing the output signal of the lightning surge generator to continuously change the lightning surge. The output voltage amplitude of the device recorded and saved the waveform data of the oscilloscope. The experimental site is shown in Figure 12 . In this experiment, the output voltage amplitude of the lightning surge generator ranged from 300 to 550 V, and was recorded every 50 V to obtain six sets of experimental waveforms. The channel connected to the PEM CWT Rogowski coil during the experiment set the attenuation ratio so that the instantaneous value of the current did not exceed the maximum range of the oscilloscope current probe. As shown in Figure 13 , taking the peak current of the measured current as 400 A, red represents the output waveform of the PCB Rogowski coil probe, and blue represents the measurement result of the PEM CWT Rogowski coil. The output waveform of the PCB Rogowski coil probe produces a significant abrupt change at the moment of sudden change of the measured current signal. After rising to the maximum value, it gradually decreases. After zero-crossing, it increases inversely and then gradually decays to 0. Here again, the PCB Rogowski coil is verified by the differential way of working. In this experiment, the output voltage amplitude of the lightning surge generator ranged from 300 to 550 V, and was recorded every 50 V to obtain six sets of experimental waveforms. The channel connected to the PEM CWT Rogowski coil during the experiment set the attenuation ratio so that the instantaneous value of the current did not exceed the maximum range of the oscilloscope current probe. As shown in Figure 13 , taking the peak current of the measured current as 400 A, red represents the output waveform of the PCB Rogowski coil probe, and blue represents the measurement result of the PEM CWT Rogowski coil. The output waveform of the PCB Rogowski coil probe produces a significant abrupt change at the moment of sudden change of the measured current signal. After rising to the maximum value, it gradually decreases. After zero-crossing, it increases inversely and then gradually decays to 0. Here again, the PCB Rogowski coil is verified by the differential way of working. The measurement results are shown in Figure 14 for the output voltage amplitude of the lightning surge generator at 300 and 550 V. When the measured current peak value was 300 A, the output waveform of the PCB Rogowski coil sensor and PEM CWT Rogowski coil were basically the same; since the sensitivity of the sensor was 10 mV/A, the internal circuit configuration of the operational amplifier determined that the amplitude of the output signal did not exceed the supply voltage. In this experiment, the power supply voltage of the op amp was ±5 V DC, meaning that the measured current amplitude of the PCB Rogowski coil sensor was notmore than 500 A. Therefore, when the peak value of the measured current increased to 550 A, the output waveform of the PCB Rogowski coil sensor would be distorted. If you want to measure a higher current amplitude, you can consider both the sensitivity of the sensor or the supply voltage of the op amp. In this experiment, the output voltage amplitude of the lightning surge generator ranged from 300 to 550 V, and was recorded every 50 V to obtain six sets of experimental waveforms. The channel connected to the PEM CWT Rogowski coil during the experiment set the attenuation ratio so that the instantaneous value of the current did not exceed the maximum range of the oscilloscope current probe. As shown in Figure 13 , taking the peak current of the measured current as 400 A, red represents the output waveform of the PCB Rogowski coil probe, and blue represents the measurement result of the PEM CWT Rogowski coil. The output waveform of the PCB Rogowski coil probe produces a significant abrupt change at the moment of sudden change of the measured current signal. After rising to the maximum value, it gradually decreases. After zero-crossing, it increases inversely and then gradually decays to 0. Here again, the PCB Rogowski coil is verified by the differential way of working. The measurement results are shown in Figure 14 for the output voltage amplitude of the lightning surge generator at 300 and 550 V. When the measured current peak value was 300 A, the output waveform of the PCB Rogowski coil sensor and PEM CWT Rogowski coil were basically the same; since the sensitivity of the sensor was 10 mV/A, the internal circuit configuration of the operational amplifier determined that the amplitude of the output signal did not exceed the supply voltage. In this experiment, the power supply voltage of the op amp was ±5 V DC, meaning that the measured current amplitude of the PCB Rogowski coil sensor was notmore than 500 A. Therefore, when the peak value of the measured current increased to 550 A, the output waveform of the PCB Rogowski coil sensor would be distorted. If you want to measure a higher current amplitude, you can consider both the sensitivity of the sensor or the supply voltage of the op amp. The measurement results are shown in Figure 14 for the output voltage amplitude of the lightning surge generator at 300 and 550 V. When the measured current peak value was 300 A, the output waveform of the PCB Rogowski coil sensor and PEM CWT Rogowski coil were basically the same; since the sensitivity of the sensor was 10 mV/A, the internal circuit configuration of the operational amplifier determined that the amplitude of the output signal did not exceed the supply voltage. In this experiment, the power supply voltage of the op amp was ±5 V DC, meaning that the measured current amplitude of the PCB Rogowski coil sensor was notmore than 500 A. Therefore, when the peak value of the measured current increased to 550 A, the output waveform of the PCB Rogowski coil sensor would be distorted. If you want to measure a higher current amplitude, you can consider both the sensitivity of the sensor or the supply voltage of the op amp. 
Conclusions
In this paper, a small PCB Rogowski coil sensor was designed for power electronics devices. The design flow was introduced in detail. The differential action of the Rogowski coil was verified using both a simulation and an experiment. The feasibility of the designed Rogowski coil was verified， which provides a reference for the reliability research and optimization design of subsequent devices. 
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